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In conformance with sections 90.4 and 110.26(C) of the 2010 California Electrical Code, 

the following interpretation is provided: 
 

 

“In multiple tenancy buildings, the following access and entrance to electrical equipment are acceptable: 

 

1. All required entrances must be located on the exterior of the building, or 

 

2. Interior public corridor leading directly to building exit. 

 

 

In single tenancy buildings, the required entrances may be a combination exterior/interior” 
 

 


