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As per CEC sec.110.26 (B) working space shall not be used for storage and when in a passageway or 

general open space shall be suitably guarded.  

To properly identify guarded area provide label on the equipment stating that minimum clear distance, as 

identified by CEC sec.110.26(A), shall be maintained clear and unobstructed. The depth of the working 

space shall be minimum 36” and the width is 30” or the width of the equipment, whichever is greater. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

 


