










AREA OF EXTERIOR WALL OPENINGS BASED UP0N FIRE SEPARATION DISTANCE AND DEGREE OF FIRE PROTECTION

EXTERIOR WALL LEAST 
SEPARATION 
TO PROPERTY 
LINE

EXTERIOR 
WALL STORY 
AREA

MAX. ALLOWABLE 
OPENING AREA 
FOR UP, S PER 
TABLE 705.8

UP, S WALL OPENINGS

PERCENTAGE SQUARE FEET EXISTING 
(SQ. FT.)

PROPOSED 
NEW (SQ. FT.)

TOTAL 
PROPOSED 
(SQ. FT.)

NORTH:
REF. "A" TO "H1" 52'-0" 1,847.00 NOT RESTRICTED N.A. 70.80 0.00 70.80
REF. "B' TO "H" 147'-2" 1,227.73 NOT RESTRICTED 189.31 0.00 189.31

EAST:
REF. "1" TO "3" 49'-11" 2,023.28 NOT RESTRICTED N.A. 24.40 N.A. N.A.
REF. "4" TO "10" 39'-6" 1,249.46 NOT RESTRICTED N.A. 184.00 70.00 254.00

SOUTH:
REF. ""B" TO "H" 19'-0" 1,846.90 0.75 1,385.18 0.00 352.08 352.08
REF. "A" TO "H1" 107'-0" 143.00 NOT RESTRICTED N.A. 24.40 0.00 24.40

WEST:
REF. "1" TO "3" 16'-10" 2,023.28 0.75 1,517.46 24.40 152.00 176.40
REF. "4" TO "10" 11'-6" 1,249.46 0.45 562.26 78.00 36.00 114.00



PLUMBING FIXTURES CALCULATIONS
OCCUPANCY GROUP OCC. FACTOR OCCUPANTS

A2 1: 30 156.8

A2 1: 30 34.4
A2 1: 30 10.8

A2 1: 30 33.6

A2 1: 30 259.6

B 1: 200 0.8

ASSEMBLY USE OCC.: 300.2
MEN = 150.1
WOMEN = 150.1

B 1: 200 6.7
RESTAURANTS: 45.2

MEN = 22.6
WOMEN = 22.6

OFFICE USE OCC.: 23.2
(include in Assembly Occ. Total):

B 1: 200 6.8 MEN = 11.6
WOMEN = 11.6

A2 1: 30 5.0
B 1: 200 0.1 TOTAL REQUIRED PER 2010 CP WC U L DF
A2 1: 30 5.4 MEN = 184.3 2 2 1 3 (total)

WOMEN = 184.3 8* 0 1

TOTAL PROVIDED: WC U L DF
MEN = 3 3 3 4 (total)
WOMEN = 5 0 4

A2 1: 30 92.3 UNISEX = 1 0 1

* THE TOTAL NUMBER  OF WC/U FIXTURES REQUIRED FOR
MEN AND WOMEN EQUALS THE TOTAL PROVIDED WITH DIFFERENT DISTRIBUTION

B 1: 200 0.4 TO MEET THE POOL SANITARY FACILITIES REQUIRMENT OF THE COUNTY HEALTH DEPT:
B 1: 200 0.4
B 1: 200 0.4
B 1: 200 0.4 SCC HEALTH DEPT.: WC U L
A2 1: 30 7.2 MEN = 3 3 1

TOTAL PLUMBING FIXT. OCC.: 621.1 WOMEN = 4 0 2

EGRESS CALCULATIONS
RM. NO. ROOM NAME NET AREA FUNCTION OCC. FACTOR OCCUPANTS COMMENTS

101 ENTRY 5,860.78 EXERCISE ROOM 1: 50 GROSS 117.2 2 EXITS REQ'D
102 TRAINERS' AREA IN 101
103 NOT USED
104 DINING 1,032.16 ASSEMBLY (UNCONCENTRATED) 1: 15 NET 68.8 2 EXITS REQ'D
105 KITCHEN 324.66 KITCHEN 1: 200 GROSS 1.6
106 DINING IN 104
107 UNISEX TOILET/CHANGING 91.63 BUSINESS 1: 100 GROSS 0.9
108 VIEWING/WAITING 348.37 UNCONCENTRATED 1: 15 NET 23.2

86.00 FIXED SEATS 86.0 2 EXITS REQ'D
SUB-TOTAL VIEW/WAIT AREA: 1,006.94

109 LARGE POOL 3,675.00 POOL 1: 50 GROSS 73.5 2 EXITS REQ'D
110 SMALL POOL 1,421.00 POOL 1: 50 GROSS 28.4

(POOL DECK) 2,692.54 1: 15 GROSS 179.5 2 EXITS REQ'D
SUB-TOTAL POOL AREA: 7,788.54

111 POOL EQUIPMENT 485.82 MECH. EQUIP. 1: 300 GROSS 1.6
112 UNISEX OPEN SHOWER 108.56 LOCKER ROOM 1: 50 GROSS 2.2
113 STORAGE 166.58 STORAGE 1: 300 GROSS 0.6
114 POOL OFFICE 155.55 BUSINESS 1: 100 GROSS 1.6
115 HALL 510.07 BUSINESS 1: 100 GROSS 5.1
116 DRINKING FOUNTAIN 22.22 BUSINESS 1: 100 GROSS 0.2
117 DRINKING FOUNTAIN 17.40 BUSINESS 1: 100 GROSS 0.2
118 HALL IN 115
119 NOT USED
120 MEN'S VESTIBULE 651.48 LOCKER ROOM 1: 50 GROSS 13.0
121 MEN'S LOCKER IN 120
122 HALL 122.01 BUSINESS 1: 100 GROSS 1.2
123 MEN'S TOILET 245.19 BUSINESS 1: 100 GROSS 2.5
124 MEN'S SHOWER 312.63 LOCKER ROOM 1: 50 GROSS 6.3

SUB-TOTAL MEN'S AREA: 1,331.31
125 FIRE SPRINKLER RISER 26.00 MECH. EQUIP. 1: 300 GROSS 0.1
126 WOMEN'S VESTIBULE 659.89 LOCKER ROOM 1: 50 GROSS 13.2
127 WOMEN'S LOCKER IN 126
128 HALL 141.99 BUSINESS 1: 100 GROSS 1.4
129 WOMEN'S TOILET 304.05 BUSINESS 1: 100 GROSS 3.0
130 WOMEN'S SHOWER 262.94 LOCKER ROOM 1: 50 GROSS 5.3

SUB-TOTAL WOMEN'S AREA: 1,368.87
131 NOT USED
132 SAUNA 151.29 ASSEMBLY W/FIXED SEATS 15.0
133 UNISEX OPEN SHOWER 21.61 LOCKER ROOM 1: 50 GROSS 0.4
134 STEAM 161.95 ASSEMBLY W/FIXED SEATS 15.0
135 NOT USED
136 ELECTRIC 96.10 MECH. EQUIP. 1: 300 GROSS 0.3
137 BOILER 134.52 MECH. EQUIP. 1: 300 GROSS 0.4
138 TELEPHONE/ STORAGE 65.72 MECH. EQUIP. 1: 300 GROSS 0.2
139 NOT USED
140 EXERCISE AREA 1,574.88 EXERCISE ROOM 1: 50 GROSS 31.5
141 NOT USED
142 EXERCISE AREA IN 101
143 NOT USED
144 OFFICE 88.75 BUSINESS 1: 100 GROSS 0.9
145 OFFICE 78.78 BUSINESS 1: 100 GROSS 0.8
146 OFFICE 78.78 BUSINESS 1: 100 GROSS 0.8
147 OFFICE 78.78 BUSINESS 1: 100 GROSS 0.8
148 CONFERENCE 214.55 ASSEMBLY (UNCONCENTRATED) 1: 15 NET 14.3

TOTALS: 23,016.80 717.0

TOTAL EXITS REQUIRED PER 2010 CBC = 3
TOTAL MIN. EXIT WIDTH = 143.41 INCHES
APPROX. INDIVIDUAL EXIT WIDTH MIN. = 48 INCHES

EXITS PROVIDED = 5
EXIT WIDTH PROVIDED = 264.50 INCHES












